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COLUMN NOTES:
C.L.P. COLUMN SCHEDULE CN1. SEE SHEET S-001 FOR GENERAL NOTES.
CN2. SEE SHEET S-100 FOR COLUMN MARKS.
MARK Cl c2 c3 Cc4 c5 C6 c7 c8 9 C10 Ci C12 c13 Cl4 c15 C16 C17 c18 CN3. ALLAﬁlbu"MgchEEP éle #; TIES. LOCATE TIES AS FOLLOWS:
qa. ICAL U
" " " " " " " " " . " . " " " . b. PROVIDE 3 TIES @ 4" OC AT TOP OF COLUMN (@ OR ABOVE TOP
SIZE 24" x 24 24" x 28 24" x 28 30" x 30 24" x 24 24" x 24 24" x 24 30" x 30 SEE NOTE CN10 SEE NOTE CN10 SEE NOTE CN10 SEE NOTE CN10 SEE NOTE CN10 SEE NOTE CN10 SEE NOTE CN10 SEE NOTE CN10 SEE NOTE CN10 SEE NOTE CN10 LEVEL) & BOTTOM OF COLUMN (@ FOUNDATION).
c. SEE DETAILS ON SHEET S-610 AND S-611 FOR ADDITIONAL TIES.
& CN4. FOR ADDITIONAL EMBEDDED ITEMS, i.e. CONDUIT, LIGHTING CONNECTION,
G DRAIN LINES, ETC.
COORDINATE WITH OTHER TRADES.
; B ; . CN5.  FOR COLUMN DOWELS AT FOUNDATION SEE SHEET S-610.
. ) ) . . . CN6. COLUMNS MAY OR MAY NOT EXTEND ABOVE FLOOR ELEVATION, SEE
---—l- 4+ X - © © -—-|—"-- || T & - X r \ STRUCTURAL DETAILS.
| . X i . R o _ COORDINATE WITH ELECTRICAL DRAWINGS FOR COLUMNS TO BE
. I - ) EXTENDED FOR LIGHT POLES
24 30" 24 ; : : AND FOR ANCHOR BOLT REQUIREMENTS.
M CN7. MORE THAN ONE BAR SHOWN SIDE BY SIDE SHALL BE CONSIDERED
NORTH BUNDLED BARS. BUNDLED BARS ARE GROUPS OF PARALLEL
REINFORCING BARS, NO MORE THAN FOUR, BUNDLED IN CONTACT TO
ACT AS A UNIT. LAP SPLICES ARE NOT ALLOWED FOR BUNDLED
BARS AND MECHANICAL SPLICES MUST BE USED. SEE DETAIL
F5/S-611.
TOP TIER CN8. LAP SPLICES SHALL NOT BE USED FOR COLUMNS SUPPORTING OFFSET
‘ FLOORS DUE TO RAMPS. MECHANICAL SPLICES MUST BE USED. SEE
1 _ _ DETAIL D7/S-611.
- = = = CN9. COORDINATE COLUMN REINFORCEMENT, MECH. SPLICES AND LAP
= =3 N o SPLICES WITH SLEEVES FOR BARRIER STRAND. SEE F7/S-611
FOURTH TIER o o CN10. SEE SHEET S-401 FOR COLUMN SIZE, ORIENTATION AND SHAPE AT
Q0 GRIDS E/1, C/20, A.7/21, D/18, C/21, A.7/16A, A/1, D/20, B/21
= - AND A/16A.
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@ 24 x24" COLUMN REBAR ARRANGEMENT @ 24 'x28  COLUMN REBAR ARRANGEMENT @ 30 'x30° COLUMN REBAR ARRANGEMENT @ COLUMN DOWELS
(NOTE: EPOXY COAT ALL CONSTRUCTION JOINT, TYP.
CONSTRUCTION JOINT, TYP. TIES 0" TO 2'-0" ABOVE
" THE FLOOR) C.L.P. COLUMN
A / ADD (2) COLUMN TIES @ 3" 0.C. N / w
. TOP & (3) COLUMN TIES @ 3" 0.C. TIE SPACING PER———— 10
o BOTTOM OF ANCHOR PL.'S — CONSTRUCTION JOINT, TYP. COLUMN NOTES, —— #5 _] CENTER BETWEEN ANCHOR
e . ADD (2) COLUMN TIES @ 3" O.C. TYP. U.N.O. N PLATES SEE EXTERIOR
(NOTE: EPOXY COAT ALL d o | COLUMN TIES @ 5°0.C. TYP. UN. % TOP & BOTTOM OF P/T STRAND “’\)—/'"j:zé- BEAM/COLUMN DETAIL
TES 0" TO 2'-0" ABOVE S THRU BEAM/COLUMN JOINT. SEE (NOTE: EPOXY COAT ALL  —
{ & BELOW BEAM/COLUMN JOINT. THE FLOOR) COLUMN TIES @ 8"0.C. TYP. U.N. LESS THAN BEAM DEPTH
THRU BEAM/COLUMN JOINT. SEE TERMINATOR ASTM A970 AY - PROVIDE COLUMN TIES @ 3"
COL. SCHED. FOR TYP. TIES ABOVE OR EQUIV. ADD (2) COLUMN TIES ! 0.C. BETWEEN P/T TENDONS
PROVIDE (1) 6" x 1 1/2" & BELOW BEAM/COLUMN JOINT. . . © 5° 0.C. BOTIOM OF s OF EACH BEAM.
. ) A PROVIDE (1) 6" x 1 1/2 P/T STRAND =
2" CLN M | ¥ / x 12" LG. SHEAR KEY @ ) P/T STRAND " | f]
T ! INTERMEDIATE CONST. JT. 777 / 12" LG. SHEAR KEY @ «x =< ]|
+ | 7 \ INTERMEDIATE CONST. JT. . <
By, / | / T ) )
/ﬂ_ < — 7 = \\ 7 é\( &
N.S.N.S. | / ‘ ! —¥§ - X =
CROUT AT — | I —_— ADD (2) COLUMN TIES @ 3" O.C.
STRESSING 2 CL. MAX. | | | P/T STRAND — t———1 TOP AND (3) COL. TIES @ 3" O.C.
END ONLY | | , BOTTOM OF ANCHOR PL'S TYP.
N — < | < < | < COL. TIES @ 6” 0.C. MAX. ——
T . | BETWEEN BEAMS WHEN COL.
/ \ p/T BEAM ‘—\ | HEIGHT IS 3-0" OR LESS. \ "~ ADD (3) COLUMN TIES
\ | \Hll @ 3" 0.C. @ BOTTOM
C..P. COLUMN \ o | I OF BEAM TYP.
~
ADD (3) COLUMN TIES —— . \ ] COLUMN TIES @ 5" 0.C. TYP. -
@ 3° 0.C. @ BOTTOM LI/Z . (TP) TO TES (2) #8 x 10'-0" CENTERED \ P/T BEAM UN. THRU BEAM/COLUMN
OF BEAM N / \ . JOINT. SEE COL. SCHED. U.N.
0" © INTERMEDIATE CONST. JT. P/T BEAM N COLUMN TIES @ 8" 0.C. TYP. LoR Trh TS ABOVE & _
U.N. THRU BEAM/COLUMN Bi;
| Rcron page e IF INTERMEDIATE P /T (2) #8 x 10-0" CENTERED JONT. SEE Col. SCHED. FOR PELOW BEAM CaL SO S
ANCHORS ARE USED SEE ! ADD (3) COLUMN TIES @ 3" © INTERMEDIATE CONST. JT. | TYP. TIES BELOW el
TIE SPACING PER — EXTERIOR BEAM/COL. DET. Q 0.C. @ BOTTOM OF BEAM BEAM/COLUMN JOINT. I >
COLUMN NOTES, 3 | FOR ADD'L. REINF. \ x CONSTRUCTION JOINT
\'\ j ; o TIE SPACING PER COLUMN ———— 3" 0.C. @ BELOW BEAM
S 3 — TE SPACING PER NOTES, TYP. U.N.O. /
/]:E: | | COLUMN NOTES, \Q) | /C‘I‘P. COLUMN _I
'3 | A, TYP. U.N.O. IF INTERMEDIATE P/T N
ANCHORS ARE USED SEE
A PLAN EXTERIOR BEAM/COL. DET. \ P/T BEAM
Y — FOR ADD’L REINF. N
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